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and criteria for establishing and moni-
toring specific parameters for the af-
fected facility indicative of compliance 
with the opacity standard. For testing 
performed as part of this site-specific 
monitoring plan, the permitting au-
thority may require as an alternative 
to the notification and reporting re-
quirements specified in §§ 60.8 and 60.11 
that the owner or operator submit any 
deviations with the excess emissions 
report required under § 60.48c(c). 

[72 FR 32759, June 13, 2007, as amended at 74 
FR 5091, Jan. 28, 2009; 76 FR 3523, Jan. 20, 
2011; 77 FR 9463, Feb. 16, 2012] 

§ 60.48c Reporting and recordkeeping 
requirements. 

(a) The owner or operator of each af-
fected facility shall submit notifica-
tion of the date of construction or re-
construction and actual startup, as 
provided by § 60.7 of this part. This no-
tification shall include: 

(1) The design heat input capacity of 
the affected facility and identification 
of fuels to be combusted in the affected 
facility. 

(2) If applicable, a copy of any feder-
ally enforceable requirement that lim-
its the annual capacity factor for any 
fuel or mixture of fuels under § 60.42c, 
or § 60.43c. 

(3) The annual capacity factor at 
which the owner or operator antici-
pates operating the affected facility 
based on all fuels fired and based on 
each individual fuel fired. 

(4) Notification if an emerging tech-
nology will be used for controlling SO2 
emissions. The Administrator will ex-
amine the description of the control 
device and will determine whether the 
technology qualifies as an emerging 
technology. In making this determina-
tion, the Administrator may require 
the owner or operator of the affected 
facility to submit additional informa-
tion concerning the control device. The 
affected facility is subject to the provi-
sions of § 60.42c(a) or (b)(1), unless and 
until this determination is made by the 
Administrator. 

(b) The owner or operator of each af-
fected facility subject to the SO2 emis-
sion limits of § 60.42c, or the PM or 
opacity limits of § 60.43c, shall submit 
to the Administrator the performance 
test data from the initial and any sub-

sequent performance tests and, if appli-
cable, the performance evaluation of 
the CEMS and/or COMS using the ap-
plicable performance specifications in 
appendix B of this part. 

(c) In addition to the applicable re-
quirements in § 60.7, the owner or oper-
ator of an affected facility subject to 
the opacity limits in § 60.43c(c) shall 
submit excess emission reports for any 
excess emissions from the affected fa-
cility that occur during the reporting 
period and maintain records according 
to the requirements specified in para-
graphs (c)(1) through (3) of this section, 
as applicable to the visible emissions 
monitoring method used. 

(1) For each performance test con-
ducted using Method 9 of appendix A–4 
of this part, the owner or operator 
shall keep the records including the in-
formation specified in paragraphs 
(c)(1)(i) through (iii) of this section. 

(i) Dates and time intervals of all 
opacity observation periods; 

(ii) Name, affiliation, and copy of 
current visible emission reading cer-
tification for each visible emission ob-
server participating in the performance 
test; and 

(iii) Copies of all visible emission ob-
server opacity field data sheets; 

(2) For each performance test con-
ducted using Method 22 of appendix A– 
4 of this part, the owner or operator 
shall keep the records including the in-
formation specified in paragraphs 
(c)(2)(i) through (iv) of this section. 

(i) Dates and time intervals of all 
visible emissions observation periods; 

(ii) Name and affiliation for each 
visible emission observer participating 
in the performance test; 

(iii) Copies of all visible emission ob-
server opacity field data sheets; and 

(iv) Documentation of any adjust-
ments made and the time the adjust-
ments were completed to the affected 
facility operation by the owner or oper-
ator to demonstrate compliance with 
the applicable monitoring require-
ments. 

(3) For each digital opacity compli-
ance system, the owner or operator 
shall maintain records and submit re-
ports according to the requirements 
specified in the site-specific moni-
toring plan approved by the Adminis-
trator 
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(d) The owner or operator of each af-
fected facility subject to the SO2 emis-
sion limits, fuel oil sulfur limits, or 
percent reduction requirements under 
§ 60.42c shall submit reports to the Ad-
ministrator. 

(e) The owner or operator of each af-
fected facility subject to the SO2 emis-
sion limits, fuel oil sulfur limits, or 
percent reduction requirements under 
§ 60.42c shall keep records and submit 
reports as required under paragraph (d) 
of this section, including the following 
information, as applicable. 

(1) Calendar dates covered in the re-
porting period. 

(2) Each 30-day average SO2 emission 
rate (ng/J or lb/MMBtu), or 30-day aver-
age sulfur content (weight percent), 
calculated during the reporting period, 
ending with the last 30-day period; rea-
sons for any noncompliance with the 
emission standards; and a description 
of corrective actions taken. 

(3) Each 30-day average percent of po-
tential SO2 emission rate calculated 
during the reporting period, ending 
with the last 30-day period; reasons for 
any noncompliance with the emission 
standards; and a description of the cor-
rective actions taken. 

(4) Identification of any steam gener-
ating unit operating days for which 
SO2 or diluent (O2 or CO2) data have 
not been obtained by an approved 
method for at least 75 percent of the 
operating hours; justification for not 
obtaining sufficient data; and a de-
scription of corrective actions taken. 

(5) Identification of any times when 
emissions data have been excluded 
from the calculation of average emis-
sion rates; justification for excluding 
data; and a description of corrective 
actions taken if data have been ex-
cluded for periods other than those 
during which coal or oil were not com-
busted in the steam generating unit. 

(6) Identification of the F factor used 
in calculations, method of determina-
tion, and type of fuel combusted. 

(7) Identification of whether averages 
have been obtained based on CEMS 
rather than manual sampling methods. 

(8) If a CEMS is used, identification 
of any times when the pollutant con-
centration exceeded the full span of the 
CEMS. 

(9) If a CEMS is used, description of 
any modifications to the CEMS that 
could affect the ability of the CEMS to 
comply with Performance Specifica-
tions 2 or 3 of appendix B of this part. 

(10) If a CEMS is used, results of 
daily CEMS drift tests and quarterly 
accuracy assessments as required 
under appendix F, Procedure 1 of this 
part. 

(11) If fuel supplier certification is 
used to demonstrate compliance, 
records of fuel supplier certification as 
described under paragraph (f)(1), (2), 
(3), or (4) of this section, as applicable. 
In addition to records of fuel supplier 
certifications, the report shall include 
a certified statement signed by the 
owner or operator of the affected facil-
ity that the records of fuel supplier 
certifications submitted represent all 
of the fuel combusted during the re-
porting period. 

(f) Fuel supplier certification shall 
include the following information: 

(1) For distillate oil: 
(i) The name of the oil supplier; 
(ii) A statement from the oil supplier 

that the oil complies with the speci-
fications under the definition of dis-
tillate oil in § 60.41c; and 

(iii) The sulfur content or maximum 
sulfur content of the oil. 

(2) For residual oil: 
(i) The name of the oil supplier; 
(ii) The location of the oil when the 

sample was drawn for analysis to deter-
mine the sulfur content of the oil, spe-
cifically including whether the oil was 
sampled as delivered to the affected fa-
cility, or whether the sample was 
drawn from oil in storage at the oil 
supplier’s or oil refiner’s facility, or 
other location; 

(iii) The sulfur content of the oil 
from which the shipment came (or of 
the shipment itself); and 

(iv) The method used to determine 
the sulfur content of the oil. 

(3) For coal: 
(i) The name of the coal supplier; 
(ii) The location of the coal when the 

sample was collected for analysis to de-
termine the properties of the coal, spe-
cifically including whether the coal 
was sampled as delivered to the af-
fected facility or whether the sample 
was collected from coal in storage at 
the mine, at a coal preparation plant, 
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at a coal supplier’s facility, or at an-
other location. The certification shall 
include the name of the coal mine (and 
coal seam), coal storage facility, or 
coal preparation plant (where the sam-
ple was collected); 

(iii) The results of the analysis of the 
coal from which the shipment came (or 
of the shipment itself) including the 
sulfur content, moisture content, ash 
content, and heat content; and 

(iv) The methods used to determine 
the properties of the coal. 

(4) For other fuels: 
(i) The name of the supplier of the 

fuel; 
(ii) The potential sulfur emissions 

rate or maximum potential sulfur 
emissions rate of the fuel in ng/J heat 
input; and 

(iii) The method used to determine 
the potential sulfur emissions rate of 
the fuel. 

(g)(1) Except as provided under para-
graphs (g)(2) and (g)(3) of this section, 
the owner or operator of each affected 
facility shall record and maintain 
records of the amount of each fuel com-
busted during each operating day. 

(2) As an alternative to meeting the 
requirements of paragraph (g)(1) of this 
section, the owner or operator of an af-
fected facility that combusts only nat-
ural gas, wood, fuels using fuel certifi-
cation in § 60.48c(f) to demonstrate 
compliance with the SO2 standard, 
fuels not subject to an emissions stand-
ard (excluding opacity), or a mixture of 
these fuels may elect to record and 
maintain records of the amount of each 
fuel combusted during each calendar 
month. 

(3) As an alternative to meeting the 
requirements of paragraph (g)(1) of this 
section, the owner or operator of an af-
fected facility or multiple affected fa-
cilities located on a contiguous prop-
erty unit where the only fuels com-
busted in any steam generating unit 
(including steam generating units not 
subject to this subpart) at that prop-
erty are natural gas, wood, distillate 
oil meeting the most current require-
ments in § 60.42C to use fuel certifi-
cation to demonstrate compliance with 
the SO2 standard, and/or fuels, exclud-
ing coal and residual oil, not subject to 
an emissions standard (excluding opac-
ity) may elect to record and maintain 

records of the total amount of each 
steam generating unit fuel delivered to 
that property during each calendar 
month. 

(h) The owner or operator of each af-
fected facility subject to a federally en-
forceable requirement limiting the an-
nual capacity factor for any fuel or 
mixture of fuels under § 60.42c or § 60.43c 
shall calculate the annual capacity fac-
tor individually for each fuel com-
busted. The annual capacity factor is 
determined on a 12-month rolling aver-
age basis with a new annual capacity 
factor calculated at the end of the cal-
endar month. 

(i) All records required under this 
section shall be maintained by the 
owner or operator of the affected facil-
ity for a period of two years following 
the date of such record. 

(j) The reporting period for the re-
ports required under this subpart is 
each six-month period. All reports 
shall be submitted to the Adminis-
trator and shall be postmarked by the 
30th day following the end of the re-
porting period. 

[72 FR 32759, June 13, 2007, as amended at 74 
FR 5091, Jan. 28, 2009] 

Subpart E—Standards of 
Performance for Incinerators 

§ 60.50 Applicability and designation 
of affected facility. 

(a) The provisions of this subpart are 
applicable to each incinerator of more 
than 45 metric tons per day charging 
rate (50 tons/day), which is the affected 
facility. 

(b) Any facility under paragraph (a) 
of this section that commences con-
struction or modification after August 
17, 1971, is subject to the requirements 
of this subpart. 

(c) Any facility covered by subpart 
Cb, Eb, AAAA, or BBBB of this part is 
not covered by this subpart. 

(d) Any facility covered by an EPA 
approved State section 111(d)/129 plan 
implementing subpart Cb or BBBB of 
this part is not covered by this subpart. 
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